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Robert L. BowmAn and John R. Jack
NASA Lewis Research Center
Cleveland, Ohio
ABSTRACT
The utility of aerial thermography for determining
rooftop heat losses was investigated experimentally
using several completely instrumented test roofs with
known thermal resistances. Actual rooftop heat. losses
were obtained both from in-situ instrumentation and
Aerial thermography obtained from overflights at an
altitude of 305 m. In general, the remotely determined
roof surface temperatures agreed very well with those
c'`-tained from ground measurements. The roof heat losses
calculated using the remotely determined roof temperature
agreed to within 17% of those calculated from 1!R AT
using ground measurements. However, this agreement may
be fortuitous since the convective component of the heat
loss is sensitive to small changes in roof temperature
and to the average heat transfer coefficient used, where-
as the radiative component is less sensitive. Thus, at
this time, it is felt that an acceptable,quantitative
a	 determination of roof heat losses using aerial thermog-
raphy is only feasible when the convective term is accu-
rately known or minimized. The sensitivity of the heat
loss determination to environmental conditions was also
evaluated. The analysis showed that the most reliable
quantitative heat loss determinations can probably be
obtained from aerial thermography taken under condi-
tions of total cloud cover with low wind speeds and
at low ambient temperatures.
INTRODUCTION
NASA has been engaged for some years in an energy ccriservation program
due to reduced energy resources and increased energy costs. As a part of this
program, aerial thermographs of all the NASA field centers (ref. 1) were ob-
tained to detect and identify areas of large energy loss. The resulting infra-
red imagery was very successful in locating areas of excessive energy losses so
that corrective action could be taken. The cost benefits resulting from the
thermographic surveys were substantial and impressive. Private sector users of
aerial thermography have also achieved very impressive results in locating
areas of energy loss.
The utility of aerial thermography for energy conservation in the indus-
trial and commercial sector could be increased if quantitative heat losses from
rooftops could be determined from analytical models using the remote data.
With such information, a building owner could determine the cost benefits to be
achieved by renovating his roof. In addition, roof repairs could be prior-
itized 'based upon the amount of energy being lost. Thus, a program to deter-
mine the feasibility of determining quantitative heat losses from industrial
and commercial type rooftops was initiated by NASA with the participation of
the General Services Administration (GSA) at the Denver Federal Center. The
GSA was involved because of the large number of commercial/industrial type
government buildings tinder their jurisdiction.
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Several cimpletely instrumented test sites on r..sfs of structures with .
known thermal resistances were overflown at an altitude of 305 m (1000 ft) with
a 0,76-m (2.5-ft) resolution element to obtain calibrated thermal data in the
8 to 14 pm wavelength band. Actual rooftop heat losses were then calculated
from the remotely sensed temperature data using a generally accepted flat roof
heat transfer model.
This paper presents a summary of the preliminary results obtained using
the heat transfer model and a discussion of the effects of environmental param-
eters such as wind speed, ambient temperature, and sky radiation on the deter-
mination of roof surface temperatures and quantitative heat, losses using aerial
thermography.
HEAT TRANSFER ANALYSIS
Only the heat transfer processes between a flat roof surface and the envi-
ronment will be considered in this paper. A model for an isolated flat horizon-
tal roof was chosen because its radiation view factor is zero for all sources
of radiation other than the sky, and is also the simplest physical model for
convective heat transfer. If it is not feasible to determine quantitative heat
loss remotely for this case, then it will not be feasible to do so in the more
complicated case where extraneous radiation sources and sloped roofs are encoun-
tered. In addition, the flat roof is the typical roof used on industrial and
commercial structures.
The heat transfer processes for such a roof are shown figure 1. The net
heat flux, Q, is given by
Q - radiation emitted by the roof - radiation absorbed by the roof from
the surroundings + convection between the roof and the outside air
Q =qe - qa+qc
The radiation emitted by the roof is given by
qE = eaT 4	(W/m2)
	
(1)
where
T 
C
a
is
where
a
qs
roof surface temperature (K)
roof surface emittance
Stephan-Boltzmann constant = 5.67x10 -8 W/m2 (K)4
= 1.71x10-9 Bt:u/hr-ft 2 (OR)4
Of the radiation incident on the roof, the fraction absorbed by the roof
qa = aq s = eqs	(W/m2)	 (2)
roof absorptance which is equal to a for a gray.body surface
total radiant flux (calorimetric) at all wavelengths from the surroundings
such as the sky, trees, and nearby buildings
For this analysis, since the roof is considered isolated, qs will be from
the sky only and is dependent on the ambient air temperature, the extent of
cloud cover, and their altitude (see refs. 2 and 3)• The total sky radiation
has been described in terms of a calorimetric sky temperature, Ts (ref. 2),
such that
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Ts = ( asl
\1/4	
(3)
In this equation, Ts is the temperature of a blackbody that radiates the same
total flux as the sky. On a night with zero cloud rover, Ts is considerably
less than the amblent air temperature T I., while for total cloud cover, Ts is
assumed equal to T A (ref;. 2 and 3).
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The convective heat flux is given by:
qc ' h c (TR - TA )	 (4)
where
h e	 average convective heat transfer coefficient
When TR > TA (overcas t. sky), the convective hea p transfer is out of the roof
and when TR < TA (zero cloud cover), the convective heat transfer is into the
roof.
Combining equations (1), (2), and (4), the net heat flux becomes
Q = EaTR - 
Eqs + h c (TR - TA )	 (W/m2)	 (5)
In this equation the r oof temperature, TR , can be determined using a cali-
brated aertai scanner as discussed in the following section. Thus, in princi-
ple, it is possible to establish the net heat flux, Q, from a flat roof using
equation (5) if appropriate values of e, h 0 qs and TA are assigned.
i
SURFACE TEMPERATURE DETERMINATION FROM SCANF:ER DATA
The roof surface temperature, T R , can be determined from remotely sensed
thermographic data by relating the scanner measured radiative flux to the sur-
face temperature. In order to obtain temperatures from radiative flux measure-
ments, the aerial scanner used has two adjustable temperature blackbody radia-
tors which serve as high and low temperature reference sources. These refer-
enp e fluxes (temperatures) and their associated blackbody temperatures are
measured and recorded along with the radiative fluxes from surfaces on the
ground for each scan line. With the reference fluxes bracketing the terres-
triLl scene, the scanner is calibrated and an effective radiat i on temperature,
TER , for each roof surface is determined. This effective temperature is not a
true roof surface temperature because: (1) the roof surface is not a blackbody
as are the -ei'erence sources, and (2) the radiation measured by the scanner
(ameas) includes nct only the flux emitted (q sc ) by the roof surface but also
the flux reflected by the roof (qso) from the sky.
The relationship between the remotely measured flux and the :lux from the
roof surface is:	
i#
4meas ' qsE + qsp
An empirical relationship between the measured fluxes and temperatures
is given by reference 4 as:
CTER = CeTR + oqs - Cr_TR + ( 1 - e ) q s	 (6)
where
	
!i
C	 proportionality constant a 4.67x10-11 Y!/m` (K)5
7.85x16-13 Btu/hr-ft 2 ( O R) 5	 4
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roof reflectance a (1 - c) for a gray body
qs	 spectral sky flux
The exponent 5 on temperature empirically arises because the scanner system
measures the flux in the 8 t,, 14 pr,: wavelength region. This wavelength region
is used because the atmospheric transmission is high at these wavelengths and
also because the radiation from surfaces at temperatures of interest (278 K or
500 0 R) is a maximum. It should be nnted, that because of the finite wave-
lengths, the spectral sky flux q' is not the same as the total or calorimetric
sky flux discussed earlier. In order to apply equation (6), an independent
value of q' is required either analytically or experimentally. For the pres-
ent study, 2Rn experimentally derived value will be used.
EXPERIMENTAL PROCEDURE
Test sites on two building roofs were selected by the GSA for instra;nenta-
tion. Both buildings were zituated so that the background radiation was pri-
marily from the sky. One building has a flat composite roof consisting of a
metal deck, insulating material, and built up roofing (tar paper, tar and
gravel). Th.Ls building (Test Site A) was selected because of its high heat loss
as shown by a previous thermograph and because it has a flat: roof construction
that is typical of commercial pd industrial buildings. This roof has a thermal
resistance, R, value of 0.65 r; (K)/W (3.7 hr-ft ( 0R)/Btu). The second build-
ing is of wood frame construction with a pitched roof made of wood sheathing, tar
paper, and roll roofing. This building was also selected because of its high
heat loss and because it is similar in construction to many residential dwell-
ings. The ceiling for , half of thin building was uninsulated and half was insu-
lated with 0.25 m (10 in.) of cellulose. The R values were 0.88 m (K)/W
(5.0 hr-ft 2 ( 0R)/Btu) and 7..3 m 2 (K)/W (41.6 hr-ft 2 ( 0R)/Btu) for the uninsu-
lated half (Test Site B) and insulated half (Test Site C) sections, respective-
ly. A plastic barrier was placed between the two attic sections above the In-
sulated ceilings to minimize air flow between them.
In order to visually locate the test sites easily in the remotely sensed
data, aluminum coated panels were placed on the roofs to outline the 3 x 3 m
(10 x 10 ft) test sites (fig. 2). Within these test sites, copper-constantan
thermocouples were placed on and throughout the roof structures (fig. 3) ac-
cording to specifications established by both NASA and GSA. During the time of
the overflight, roof surface temperatures and temperatures within the structure
were measured. A portable emissometer was used to measure the emittances of
the roof surfaces which were high and all equal to 0.9. The ambient air temper-
ature and surface wind speed were obtained from the National Weather Service.
Neither the calorimetric sky radiation nor the spectral sky radiation were mea-
sured. However, methods to calculate these values will be presented in the next
section.
The remote thermal data were obtained using a C-47 aircraft and the thermal
channel of a commercially available multispectral scanner. The thermal fluxes
were digitized and recorded on magnetic tape. The recorded data were then pro-
cessed at a later date on a ground based minicomputer system (ref. 1). Yormal
data were obtained with zero cloud cover between 9:15 p.m. and 9:35 P.m. with
an ambient temperature of 272 K (489.60 R and a wind speed of 3.6 m/s (8 mi/hr).
The aircraft altitude was 305 m (1000 ft) above the ground with a corresponding
grou:.d resolution (pixel) of 0.76 m (2.5 ft) square at nadir. The flight lines
were flown so that each teat site was near nadir during the tlr,ie the data were
obtained.
EXPERIMENTAL DETERMI14ATION OF ROOF HEAT FLUXES
A computer printout of the remote digital data recorded for each pixel
within the .Iuminum outline was us(•d to determine the most reliable remotely
determined value to compare to the roof surface temp 	 - - -
thermocouples. A typical profile of the digital dat
shover, in figure 4. The low digital levels are assoc
:y
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panels and are due to the low emittance of the aluminum rather than low surface
temperature. The important thing to note in figure 4 is that the digital
levels (110 to 112) for the roof pixels (6 to 8) within the test site are rep-
resentative of the roof signal level In order to verify this, data outside
the test site were also examined. Those data also yielded an average value of
112 counts with a variation of ±2 -ounts i • : the areas sampled. Thus with this
uniformity, 112 counts were used to calcu 'ite the roof surface temperature for
this test site. This same procedure was L­
 ' to determine the digital levels
for each test site. With the digital levels established for each test site,
the effective radiation temperature ( TER ) of the roof surface was determined
from the scanner calibration procedure discussed previously.
In order to calculate TR from TER using equation (6), values for e
and q' must be established. The emittance, c, was measured for each test
site, Ga ut qs, the spectral sky flux was not measured directly in this experi-
ment. However, by substituting the measured values of emittance, c, roof sur-
face temperature, I R , and scanner effective radiation temperature T R for
Test Site C into equation (6), a value of qs of 14.1 W /m2 (4.5 Btu^hr-ft 2 ) was
found. This value of q'y
 was then used to calculate TRR for the remaining
two test sites. Test Site C was used to determine qs Uecause the building
was well isolated meaning that qs was primarily controlled by the incoming
sky radiation.
With TR calculated, the roof heat loss, Q, can be determined from equa-
tion (5) if the calorimetric sky flux, qs, and he are separately known.
Since the experimental data were obtained with zero cloud cover, the calorimet-
ric sky flux was found using a model pro posed by Swlnbank (ref. 2). This model,
which is based on numerous experiments, and therefore should be fairly reliable,
gives a calorimetric sky temperature, T s , as a function of T A as
Ts
 . 0.0553 T 1.5	 (Ts TA in K)	 (7)
so that q s can be found:
qs ' aT 4 	 (8)
As noted above, the calorimetric sky flux established in this manner should
adequately predict n a
 because of the large number of data points used in ref-
erence 2. In addition, this sky flux is in substantial agreement with other
work (see ref. 3 for example).
On the other hand, assignment of a reliable value for h, is difficult.
Conventionally, a surface conductance is obtained from reference 5 which in-
cludes both the convection and radiation portion of the conductance. The radi-
ation portion (4 W/m 2 (K)) can be subtracted from the conductance and an empir-
ical relationship established which gives the convection coefficient as:
h e = 5.39 + 3.65 v
	
(W/m2 (K))
	
(9)
where
v	 wind speed (m/s)
This relationship is based on data from heat transfer between a heated flat
plate 0.3 x 0.3 m (1 x 1 ft) and the air. Despite the physical differences be-
tween the small plate and a roof, the single value of he from equation (9)
for each wind speed is then used to represent the average heat transfer coeffi-
cient over the entire roof surface. Moreover, Goldstein (ref. 4), has noted
that this convective model is not appropriate for several other reasons. The
convective coefficient invol lres both a free convection (5.39) and a forced con-
vection (3.65 v) term. The free convection term in equation (9) is based on
data from a heated plate to cooler air where the normal buoyant forces are in-
volved. Therefore it must differ for the clear sky case where the roof is
Abs
colder than the air and the buoyant forces are altered.
The forced convection term is also dependent on the air flow length of
run from the windward edge of the roof. For this reason, equation (9) is In
error since it is based on a length of 0.3 m 0 ft). Thus, Each section of the
roof has a different convective coefficient associated with it. An estimate
for the possible error in the forced convection term can be obtained from ref-
	
erence b where the effect of length on h
	 was considered. For a length of
0.3 m (1 ft), the results of the calculations presented in reference 4 agreed
with equation (9) (ref. 5). However, for longer lengths the effect on he was
significant. For example, the forced convection coefficient for a length of
5 m is only 72% of that calculated for,
 1 m. Even with these considerations,
the commonly used h e
 (eef. 5) obtained from equation (5) will be used to cal-
culate the roof heat loss, Q.
For the present experiment, the most reliable roof heat loss Q can be
calculated by using the roof thermal resistance, R, and the inside room temper-
ature, Tin, both of which were measured in the experiment. The heat flux from
the room air to the roof surface is given by
Q	 R (Tin	 `R)
	
(10)
This heat flux is also equal to the heat flux between the roof surface and the
environment (eq. (5)) so that
Q - R (Tin - TR ) = caT 4	- eq s + (TR - TA )
	
(11)
Thus, the -oof heat loss can be determined in two ways and the results compared.
EXPERIMENTAL RESULTS
The roof surface temperatures measured by the thermocouples and the effec-
tive radiation temperature, TER , determined from the scanner data are shown in
Table I along with the remotely determined roof surface temperatures, TR(S),
calculated using Tg R
 in equation (6). The remotely determined roof tempera-
tures, TR (S), calculated for Sites A and 9 using q; (14.1 W/m 2 ) determined
from Site C agree to within 0.5% (1.2 K) of the thermocouple measured roof tem-
peratures. Since the spectral sky flux q' represents an uncertainty in the
calculation of the remotely determined roo^ temperatures TR(S) were also cal-
culated assuming qs was zero. These results are also in good agreement
(within 1% (2.5 K)) with the thermocouple measurements. Thus, for a high emit-
tance surface (emittance approximately 0.9) on a clear night, the roof surface
temperature determined from aerial thermography is estimated to be accurate to
within approximately 0.5% when a reasonable value of the spectral sky flux is
considered since the sensitivity of the calculation to large changes in qs is
small.
The roof heat losses obtained using equation (10) [1/R(T in - TR )], with
the thermocouple measured roof temperatures, %)(ref), and the remotely deter-
mined roof temperatures, Q(S), are shown in Table II. These values of Q
agree very closely and are reliable since the F. values for the rrof struc-
tures are known and the effect of small changes in temperature measurements
will be minimized since the temperature differences (T in - TR ) are large. As a
result, they are thr most reliable roof heat flux values and thus will be used
as references. In the general case, Lowever, R and T in are not known so
that it is necessary to determine Q from equation (5) using the remotely de-
termined roof temperatures and the environmental parameters.
The total heat fluxes along with the radiative (q r = caTR (S) 4 - eqs)
and convective [qc ` h c (Tin - TR) components calculated using the remotely de-
termined roof temperatures are presented in Table III. A c,mpar.ison of the
total roof heat fluxes calculated in this manner with the reference values
shows agreement to better than 17%. However, this agreement may be fortuitous
--A -	 -
1 -
PA^'^ 1S
Ova%^^pr. ^A^r
of P()pR Q
since, as noted previously, the convective heat transfer coefficient, h c , Is
questionable, and the remotely determined temperatures can easily vary by 1 K.
In order to estimate the sensitivity of the total heat flux calculations
to small changes in roof surface temperature, the total heat flux, Q, along
with its components were calculated for a roof temperature change of 1 K. The
results of these calculations are shown in Table III. The small changes in
roof' temperatures results In significant changes in Q when compared to the
reference Q's. In order to see where the small change in temperature has the
most significant effect, compare the component terms qr and qc in Table III.
The radiation components are not significantly affected. However, the convec-
tive components differ greatly, indicating the larger sensitivity of this com-
ponent to small changes in temperature.
In addition, it should be noted that any change in h
	
is reflected di-
rectly into the convective component. As a result, the determination of total
roof heat flux .'s much more sensitive to the uncertainties in the convective
component than	 those in the radiative component. Consequently, it must be
concluded that the use of aerial thermography for quantitative heat lo g s deter-
mination is only feasible when the convective heat transfer can either be de-
termined accurately or its effects minimized.
k	 EFFECTS OF VARIATION IN ENVIRONMFNTAI. CONDITIONS
Although it appears, as noted above, roof surface heat fluxes cannot be
determined with sufficient accuracy because of the convection effects, it is of
Interest to look at the effects of various environmental conditions upon TR,
Q, and the uncertainty in Q. Hopefully, there are conditions more conducive
to an acceptable determination of Q using remote data. Thus, to evaluate
this remote possibility, the variation of TR, Q, and the uncertainty in Q
with environmental conditions will be studied using the heat loss model dis-
cussed previously.
Surface Temperature and Heat Flux Analysis
The variation of the roof temperature, T R , with environmental conditions
is found by an iterat:ve solution of equation (11) for the different conditions.
This value for TR , is then used in equation (5) tc determine the heat loss Q.
For this analysis, an uninsulated flat roof, which represents the most intergst-
ing case for ene5gy conservation will be considered. An R value of 0.70 m7-
(K)/W (4.0 hr-ft ( OR)/Btu), an inside design temperature of 297.2 K (535.0 0 R)
(ref. 5), and an emittance of 0.9, which is a typical value for many roof sur-
faces, was used in the calculations.
The calorimetric sky flux required to make a general study of the effects
of environmental conditions, was calculated for both a zero cloud cover and a
total cloud cover (overcast). For the zero cloud cover, the calorimetric sky
radiation. q s , was found using equations (7) and (8). For the totally overcast
sky, the calorimetric sky flux was determined from the ambient air temperature,
TA (ref. 3) by
qs • oT 4 	(12)
The vari a tion of roof temperature with Tp is shown in figure 5(a) for
zero wind spe d. The ambient air temperature is also plotted as a reference.
For zero cloud cover, T R , Is less than TA because the net radiation loss
(caTR - eq s ) is large. It should be noted that for this case, the convective
heat transfer [hc(Tp - TA )] is from the air to the roof so that the roof is
gaining heat from the air. For a totally cloud covered sky, T R , is larger than
TA since the net radiation loss to the sky is much less than for zero cloud
cover. In this case, the convective heat transfer is from the roof to the air
so that the roof is losing heat to the air.
sF
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The effect of the wind speed on roof temperature for a typical ambient
temperature of 272.2 K (490.0 0
 R) Is shown in figure 5(b). For both cloud con-
ditions, the roof temperature approaches the ambient air temperature as the
wind speed increases.
The effect of the envir O nme-;tai conditions on the heat i'lux, Q, 1s deter-
mined by using the calculated Tp in equation (10). Figure 6(a) shows the
variation of Q with ambient temperature for zero wind speed for both sky con-
ditions. In general, the heat loss dec reases as the ambient temperature iii-
creases. The heat loss for zero cloud cover is greater than that for total
cloud cover at all ambient tempe-atures. Figure 6(b) shows the variation of
Q with w'nd speed for an ambier' temperature of 272.2 K (490.0 0 R). With zero
cloud cover, the Q decreases t5 the wind speed increases sin g e the air is
adding heat to the roof. For , total cloud cover, the heat loss increases with
the wind speed since the roof is losing heat to the air. The effect of wind
speed on the magnitude of Q is small in both oases.
	
in general, it appears that, for both 8;ty conditions, the ambient tempera-	 !
ture should be as low as possihie making Q ,+s high as possible with any error
in Q minimized. No conclusi>n concerning tLe effect of wind can be discerned
from the variation, of TR
 and Q with velu;;ity.
Uncertainty Analysis
In order to gain more insight into the environmental conditions that are
potentially more favorable for quantitative heat loss determinations using
aerial thermography the relative uncertainty in Q will be determined.
The relative uncertainty in heat loss, Q, was found using the procedure
given in reference 6. It should be noted that by following this procedure, a
maximum uncertainty is found which in all probability is not indicative of the
true experimental error. However, for guidance purposes, the trends a, •e the
important thing and the analysis should predict these adequately.
Using "-he procedure of reference 6 and equation (5), the relative uncer-
tainty in Q, GQ/Q, is found to be
/	 \/ 	
1/2
Q = \ Q E )2 +	
AQR)2 + ( AQc^2 + ra AQS)2 
+ ^- 
AQA` 2	
(13)
with the individual terms given by
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Thus, by using the variations of TR and Q with environmental conditions
presented in figures 5 and 6, the relative uncertainty in Q can be determined.
The individual terms in the equation can be determined from the model and rea-
sonable experimental uncertainties except for the relative uncertainty associ-
ated witn the remote determination of Tp.
The relative uncertainty in T R , ATR/TR determined from equation (6) is:
AT	 [(D TR111/2
TRR	 a 	 TR/` + (aTER ATAR 1
2 + (3TR TFt	(14)
I 
	 /1 J
With the individual terms given by:
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In the abuve equations, values for qs and the relative error in qs,
Aqs/qs, for both sky conditions are required. For the overcast sky, a generally
accepted model exis+s for qs. This model should predict not only a reasonable
qs but 4 n particular should give a reasonable estimate of Aqs/qs which will
also be used for the clear sky case since no mode'_ exists here. The single qs
for clear skies cal--ulated from the experimental datr_ will be used over the am-
bient temperatures considered. This is a valid approach since references 7
and 8 indicate that qA for clear skies does not change greatly with ambient
temperature.
With these considerations, the estimated relative uncertainties required
to calculate AQ /Q are:
A` n 0. 02E
Ah c	j
h 0.10
c
n 0.01
i	 qs	 r
.	 Aqs_T ° 0.01
	
i
•	 qs
AT	
{
A 0.001
T A
"TER	 0.001	 •
TER	 -	 -
9	 4	 '^
:r
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For overcast skies, the AT R/T R varied between 1.22x10-3 and 1.13x10-3
over the range of roof temperature associated with the environmental conditions
shown in figure 5. With this small variation, a value of 1.2x10- 3 was used to
calculate the AQ/Q for overcast skies. Tne variation of ATR/TR with TR
for zero cloud cover was also found to be small ao that a value of ATR/TR of
i	 3.2x10-3 could be used to determine the variation of AQ/Q.
i
With the ATR/TR values established, the variation of AQ/Q with environ-
mental conditions can be caleulatea from equation (13). Figure 7(a) shows the
variation of AQ/Q with ambient temperature. For both sky conditions,
data obtained at low ambient temperatures will probably yield the more reliable
Q's.
The effect of wind speed on AQ /S is shown in figure 7(b) for a typical
ambient temperature of 272.2 K (490.0 R). For both sky conditions, the AQ/Q
Increases rapidly with wind speed. Therefore, the remote thermographic temper-
ature data to determine the more reliable 'clues for Q should be obtained
with the lowest possible wind speeds. In addition, for all wind speeds, data
obtained with overcast skies probably yield the more reliable Q's.
CONCLUDING REMARKS
Aerial infrared data for three instrumented test sites at the Denver
Federal Center were obtained in a preliminary study of the feasibility of deter-
mining absolui:e neat losses from building roof tops using aerial thermography.
The roof surfaca temperatures and the heat losses obtained from atrial thermog-
raphy were compareu to these fror. ground measurements. The result: of this ex-
p­ ' 
'
ment indicated that the roof surface temperature can be accurately deter-
1 1ned from the scanner data. however, the total roof heat loss cannot be de-
ermined with acceptable accuracy because of the large uncertainty in tht con-
iective heat tranafer component.
The effects of varying the environmental conditions were investigated to
see,if roof heat losses could be determined with a more acceptable accuracy.
The results of this investigation, based upon the currently used heat flux
model, indicated that the most reliable quantitative heat loss determination
could be obtained under conditions of total cloud cover, low wind speeds and
low ambient temperatures.
Although the results of the prel i minary feasibility study arc ircconcluslve,
they are somewhat encouraging and a more accurate and controlled experiment is
required to evaluate the final feasibility of using rFmotely sensed data for
quantitative heat loss determinations. Suct an experiment is In progress at
NASA Lewis Research Center using an electrically heated thermul test panel with
complete instrumentation to measure the surface temperature and the heat flux.
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TABLE I. - ROOF TEMPERATURES
[Ambient temperature, T A • 272.0 K; wind speed, v n 3.6 m/s;
roof surface emittance, c - 0.9; sky condition, zero cloud
cover.]
Test site R, Tin, TR(T/C), TER , TR(S), Th(S),
M2	 (K)/W K K K K K
A 0.65 306.4 272.0 266.4 270.8 272.1
High heat
loss
B 0.68 304.4 268.7 265.6 26- 9.9 271.2
High h?at
loss
C 7.3 305.1 268.2 268.8 ----- -----
Very low
heat loss
TABLE II. - ROOF HEAT LOSS
[Q - A (Tin - TR).]
Test site H,
m 2	(K)/W
Tin,
K
Q(ref),
W/m2
Q(S),
W/m2
A 0.65 306.4 52 54
B 0.88 304.4 1'0 39
C 7.3 305.1 1.6 --
TABLE III. - ROOF HEAT LOSS
^Q	 q r + q c with: qr	ca T4 - c q s ; qc 
n h c (TR - TA ); q s - 213 W/m2;
h e n 18.6 W/m2 W. T
Test site TR(S) T	 (S)	 +	 1	 K Q(ref),
W/m 2
q r (W/m2 ) q 	 (W/m2 ) Q	 (W/m 2 ) q r	 (W/m2 ) q c	 (W/m^) Q (W/m2)
A 83 -22 61 87 -4 83 2
B 79 -38 41 83 -21 62 40
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